Study of a fast, high-impedance, high-voltage pulse divider Rev. Sci. Instrum. 72, 4266 (2001) This paper presents a new idea of wireless power transfer (WPT) and fault diagnosis (FD) of highvoltage power line via robotic bird. The key is to present the conceptual robotic bird with WPT coupling coil for detecting and capturing the energy from the high-voltage power line. If the power line works in normal condition, the robotic bird is able to stand on the power line and extract energy from it. If fault occurs on the power line, the corresponding magnetic field distribution will become different from that in the normal situation. By analyzing the magnetic field distribution of the power line, the WPT to the robotic bird and the FD by the robotic bird are performed and verified. V C 2015 AIP Publishing LLC.
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I. INTRODUCTION
High-voltage power lines are normally located far away from human living areas, such as running over hills, mountains, and woods. This leads to the difficulty in positioning faults of high-voltage power lines. Although there are various techniques for locating the fault position of power lines, they usually involve high cost for installation of the auxiliary apparatus or for realization of the complicated algorithm. 1, 2 Wireless power transfer (WPT) technologies have been actively developed in recent years, which can effectively transmit the power in a cordless way. 3, 4 This WPT is performed with the conditions of providing magnetic field, power transmitter, and coupling receptor. And the highvoltage power line inherently fulfils the first two conditions. It means that if an equipment has the coupling receptor, this equipment can harness the energy from the power line. 5 The purpose of this paper is to propose the WPT and fault diagnosis (FD) of high-voltage power lines via robotic bird. First, the conceptual robotic bird is designed with the WPT coupling coil, which is able to stand on the power line, and then extract energy from the power line. So, the robotic bird and the power line utilize the mechanism of inductive power transfer (IPT). The energy captured from the power line using WPT is stored in a battery or ultracapacitor. Hence, the robotic bird is able to fly over the power lines. Moreover, the robotic bird can stand on or even fly along the power lines to perform the FD based on the corresponding magnetic field distribution. If the power line has a fault, the magnetic field distribution will become different from the normal situation. Thus, the robotic bird is able to make a judgment of the operating condition of power lines. And the faulty information will be sent to the operator of the local grid. This work will be analyzed by using by JMAG. Both the WPT to the robotic bird and the FD by the robotic bird will be assessed by analyzing the magnetic field distribution of the power line. principle of this WPT-FD system is shown in Fig. 1(b) . Namely, when the robotic bird stands on the power line, its coupling receptor is able to capture the energy from the power line based on the IPT mechanism. When the power line is at normal situation, the robotic bird captures the power line energy and stores it in the battery or ultracapacitor. If the power line has a fault, the magnetic field distribution will become different from that in the normal situation. Thus, the measuring device carried by the robotic bird is able to make a judgment whether there is a fault in the power lines. And then it can send the information to operator of the local grid, including the fault located by the GPS and the measured power parameters. Theoretically, the robotic bird is able to fly along the power lines for FD. In practice, in order to improve the power capture and diagnostic accuracy, the robotic bird prefers to stand on the power line to conduct the WPT and perform the FD. Meanwhile, when the robotic bird stands on the line, its two paws serve to grasp the line and its two outstretched wings are for keeping balance. Fig. 2 shows the basic circuit topology of the proposed WPT-FD system with robotic bird, which mainly comprises of two parts, namely, the power line as the energy transmitter and the robotic bird as the energy receptor. They include the energy source of V 1 , load of R L , two resistors of R 1 and R 2 , capacitors of C 1 and C 2 , as well as inductors of L 1 and L 2 . Normally, based on previous research, 3,4 the transmitting power is mainly affected by the power level, the operating frequency, the resonant capacitor and the transmission distance. Since the operating frequency of power lines is fixed at 50 Hz or 60 Hz and the robotic bird normally stands on the power line during charging, the fixed frequency leads to a fixed resonant capacitor and the transmission distance is nearly constant. So, the transmitting power of the proposed system virtually depends on the power level of the power line only. The corresponding operation principle can be illustrated by the following equations:
where V S denotes the source voltage, V L is the load voltage, I L is the load current, M is the mutual inductance, and x denotes the operating frequency. At resonance, it yields jxL x þ 1=jxC x ¼ 0. So, Eq. (1) can be simplified as
Thus, the corresponding output power P L can be obtained as
III. VERIFICATION Fig. 3 shows the model prototype of robotic bird and power line for testing. The model is based on a loop to represent the power line and two crossing coils to represent the energy receptor of the robotic bird. The power line adopts the high voltage of 110 kV for testing, which has the line diameter of 36.0 mm and the line-to-line distance of 4000.0 mm, as well as the resistance, capacitance, and inductance of 0.0005 X, 0.4283 F, and 16.43 lHz, respectively. The receptor of the robotic bird has the outside diameter of 320 mm and inside diameter of 220 mm, as well as the resistance, capacitance, and inductance of 0.1 X, 0.4646 mF, and 15.145 mHz, respectively. By using finite-element electromagnetic analysis, 6 the proposed WPT-FD system with robotic bird is analyzed. As well known, the normal operation current of the 110 kV power line is from 600 A to 2000 A. Thus, the current value of 500 A is defined as the threshold for normal condition, below 100 A for faulty condition, and between 100 A and 500 A for warning condition.
First, the magnetic field distribution under the normal conditions of 1000 A and 60 Hz is shown in Fig. 4 . It can be observed that under the normal condition the magnetic flux lines generated by the power line are quite smooth. Then, since the robotic bird attracts the energy from the power line, the flux lines go through one of the receiving coils and form the corresponding circles. Hence, it leads to perform WPT from the power line to the robotic bird. The magnetic flux density varies from 3.2758 Â 10 À5 T to 9.9009 Â 10 À3 T. However, if the power line has a fault with the conducting current dropping to 100 A, the magnetic flux density will subsequently drop to the value ranging from 3.2758 Â 10 À6 T to 9.9009 Â 10 À4 T. Thus, the corresponding charging power and induced voltage for the robotic bird will be very different. Hence, it offers a good chance for FD of power lines based on the conductive current of power lines. Table I summarizes the performances of the proposed WPT-FD system with the robotic bird for high-voltage power lines. It illustrates that the proposed system is able to effectively detect the operation status of high-voltage power lines. Also, it indicates that when the 110-kV power line works at normal condition of 1000 A, the robotic bird can extract the power of 19.2 W for its battery or ultracapacitor charging. Hence, the robotic bird can perform lifelong operation without "off-line" charging and fly along or between the power lines.
IV. CONCLUSION
This paper presents a new idea for the FD of highvoltage power lines by using a conceptual robotic bird. The idea is thoroughly discussed and analyzed based on the proposed model. The results verify that the conceptual robotic bird is able to harness energy from the high-voltage power line with WPT, and detect its operation status with FD. Although the idea is verified by the 110-kV power line, it can readily be extended to other types of power lines. 
